
CASING BEAD
(BOTH SIDES)

PRE-ENGINEERED
OR SHOP FABRICATED
PARAPET CAP

2 X STUDS

BLOCKING

SEALANT (BOTH SIDES)

SHEATHING
w/ VAPOR BARRIER

3 COAT STUCCO

8" STEEL STUD

TOP TRACK
(HEADER)
8" STL. STUDS

BLOCKING

RUN ROOFING
UP AND OVER PARAPET

ROOF FLASHING FULLY
ADHERE TO PARAPET WALL,
HOT AIR WELD TO ROOF MEMEBRANE

BASE FLASHING

TERMINATION BAR
W/FASTENERS @ 12"

O/C HOT-AIR WELD

ROOF INSULATION MIN. R-38

STL. DECK

TRUSS BM, REFER TO STRUCTURAL
DRAWINGS

8" STL. STUD
16" O/C

EXTERIOR
STUCCO
SYSTEM

5/8" , TYPE "X"
GYP. WB BELOW DECK

2 PLY MODIFIED BITUMEN
ROOFING

ROOF BOARD

PERLITE
CANT STRIP

SHEATHING  w/ VAPOR BARRIER
PAPER

RUN ROOFING UP OVER PARAPET

SFT SUPERIOR
FLEX TRACK SLIP
TRACK

TS BEAM, REF.
TO STRUCTURAL
DRAWINGS

METAL CLADDING
OVER VAPOR BARRIER
ON OSB SUBSTRATE
ON 6" STL STUDS
16" O/C

METAL CLADDING
SYSTEM TERMINATION

SEALANT

R19 BATT INSULATION

METAL CLADDING
SYSTEM TERMINATION
AT WINDOW HD. AND
CAULK SEALED

ALUMINUM FRAME
WINDOW SYSTEM

AIR GAP

STL STUD HEADER

48-AS7.5
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ALIGN F.O. GWB
WITH F.O. T.S.

METAL CLADDING
OVER VAPOR BARRIER-

ON OSB SUBSTRATE
ON 6" STL STUDS

16" O/C
R19 BATT INSULATION

METAL CLADDING
SYSTEM TERMINATION

AT WINDOW HD. AND
CAULK SEALED HM FRAME WINDOW SYSTEM

REMOVABLE STOPS
ON NEOPRENE CUSHION

DOUBLE HUNG 1/2"
INSULATED LT

BRONZE
TINT GLAZING SET IN

SILICONE CHANNEL

AIR GAP

STL STUD SILL

5/8" TYPE "X"
GYP. WB PAINTED ON 6"
STL. STUD 16" O/C

STEEL ROOF
DECK

ROOF CRICKET

TAPERED
INSULATION

BUILT UP
ROOFING SYSTEM

STL BEAM, REFER
TO STRUCTURAL
DRAWINGS

EXTEND ROOF MEMBRANE
ACROSS TOP OF PARAPET
AND SEAL TO BACK OF GLAZING
POCKET

SHEATHING ON
8" STL STUDS

16" O/C

1/8" SHT METAL
BACKER

CONTINUOUS
DOWN TO ROOF

DECK

TAPERED SHIM

Z-GIRT SPANNING BETWEEN
VERT. MULLIONS 3'-6" O/C

ROOF CANT STRIP

STEEL ANGLE , FROM
TRUSS TO
STEEL STUDS

STL TRUSS,
REFER TO
STUCTURAL
DRAWINGS

CURTAIN WALL SYSTEM

SEAT IN   EXTERIOR
GRADE CAULK SEALANT

DK BRNZ SPANDREL
GLAZING

DK BRNZ SPANDREL
GLAZING

LT BRNZ INSULATED
GLAZING

INTREGAL TO PARAPET
CAP OR SUPPLIMENTAL
FLASHING OVER WINDOW
WALL FRAME W/ DRIP
EDGE

EXISTING CLAY TILE
ROOF

REMOVE  EXISTING GUTTER
AND ACCOMPANYING CONCRETE
MOLDING

CUT AND TRIM BACK
CLAY TILE ROOFING
AS REQ'D.

NEW BUILT UP ROOF
SYSTEM, RUN ROOFING
OVER PARAPET AND UNDER
PAN FLASHING

EXISTING
EXTERIOR

WALL

SHAPED SHIM

COMPRESSABLE
NEOPRENE SEAL

ROOFING CANT STRIP

20' - 0"

T.O. BEAM

ROOF FLASHING FULLY
ADHERE TO PARAPET WALL,
HOT AIR WELD TO ROOF MEMEBRANE

BASE FLASHING

R-38 ROOF RIGID
INSULATION

ROOF BOARD

RIGID FORMED PEARLITE

STEEL BEAM, PER STRUCTURAL
DRAWINGS

SLOPE

STL. DECK

MOD. BIT
ROOF UNDER

CRICKET

MOD. BIT
CRICKET SURFACE

ROOF TO WALL
PEMANUFACTURED MECHANICAL
SLIP CAP

CONT. SILICONE
GUTTER

SEALANT

ROOFING, RUN
UP AND OVER PARAPET
AND LAP ON OPPOSITE SIDE.

STUD TO EXTERIOR
FINISH

FINISH TO
FINISH

EXISTING
BUILDIN

FRY STX REGLET

BLOCKING

2 1/2"

8" STL. STUD
16" O/C

3 COAT STUCCO
SYSTEM

BULLNOSE
CORNER

SOFFIT VENT EQUAL
TO SUPERIOR

GYP CEILING

F MOLDING

SUBSTRATE

3 COAT STUCCO
SYSTEM OVER SUBSTRATE
ON 8" STL. STUD 16" O/C

BULLNOSE
CORNER AID

2" X 2" X 3/16" ANGLE

STEEL CHANNEL
PER
MANUFACTURER'S
RECOMENDATIONS

2" X 2" X 6 GAUGE
WOVEN WIRE

VANDAL RESISTANT
FASTENERS @ 16", TYP

3 PER PANEL . 4
FASTENERS AT JAMBS

3 COAT STUCCO SYSTEM
ON SUBSTRATE ON 8" STL. STUDS
16" O/C

WEEP SCREED

4" MIN. ABV. GRADE,
2" MIN. ABV. PAVED
SURFACES/HARDSCAPE, OR AS
SPECIFIED BY LOCAL CODE

PATIO FLR.

EXTERIOR
CONC. WALK

RAISED CURB

.

1" X 6" WEEP OPNG
3'-0" O/C

1/8" SLOPE

4
"

4' - 1 1/2"

PYRAMID SKYLIGHT

BUILT UP
ROOF SYSTEM

CRICKET

W1W1

STEEL BM TRUSS
BEYOND, REFER TO
STRUCTURAL DRAWINDS

R19 BATT INSULATION,
TYPICAL

SCHEDULED
CEILING, REFER TO
PLANS

48-AS7.5
19

V
A

R
IE

S

2
"

BUILT UP
ROOF SYS.

PYRAMID SKYLIGHT

ATTACHMENT
SYSTEM

CURB BLOCK

EXTENDED GYP BD
WALL

CRICKET

FLASHING
RUN UNDER ROOF

AND UNDER SKYLIGHT
ATTACHEMENT

BUILT UP
ROOF SYSTEM ON R-
38 RIGID INSULATION

BLOCK SUPPORT
FRAME ATT. TO TRUSS

EXISTING WALL
SYSTEM

EXPANSION JOINT COVER EQUAL TO BALCO

1W1 INSTALL PER MANUFACTURER'S

RECOMMENDATION

NEW PARTITION WALLS
REFER TO PLANS

R19  6" BATT INSULATION

5/8 TYP "X" GYP. WB
(NON WET AREA)

1/2" WEATHER TREATED
SHEATHING

FEATHER PLASTER BACK MIN. 6" & BLEND
IN NEW PLASTER FINISH TO MATCH

48-AS7.5
3

CURTIN WALL
SYSTEM

STANDING SEAM
MTL. ROOF

RIDGID FOAM
INSULATION w/

LAMINATED NAILABLE
DECK

FLUTED STL ROOF
DECK

RADIUSED STRUCTURAL
STEEL BEAM, REFER TO
STRUCTURAL DRAWINGS

1" LT BRONZE TINTED
INSULATED GLAZING

1" DK BRONZE SPANDRAL
INSULATED GLAZING

1
/2

"
1
/2

"

5 1/4"

2
 1

/2
"

STRUCTURAL STEEL
SUPPORT TUBE BEAM
REFER TO STRUCTURAL
DRAWINGS

SYSTEM SUPPLIED
ANCHOR AT EACH MULLION

TEMP
16' - 9"

5 1/2"

1" INSULATED LT. BRZ
TINTED GLAZING

WEEP

#14 SS HWH
SWS @ 9" O/C

DEAD LOAD SHIM
UNDER VERTS

MANUFACTURER'S
STANDARD MUD SILL

WINDOW  WALL
SYSTEM

METAL CLADDING

RUN ROOFING
UP OVER CANT STRIP
AND BEHIND METAL CLADDING

INTERIOR DECK
SYSTEM

6" STL STUDS 16" O/C
W/ 6" R19 BATT INSUL.

STRUCTURAL SUPPORT
REFER TO STRUCTURAL DRAWINGS

DRIP EDGE

1
 1

/2
"

1
/2

"

STRUCTURAL STEEL
BEAM, REFER TO STRUCT.
DRAWINGS

WINDOW WALL
SYSTEM. PROVIDE
RADIUSED  FRAME
WHERE OCCURS

SYSTEM SLIP TRACK
BY MANUF. PROVIDE
RADIUSED  FRAME
WHERE OCCURS

SHIM AS REQ'D

CAULK SEALANT

CAULK SEALANT

7 1/2"

1
/2

"

FLASHING

"J" CHANNEL
(MDS)

AIR/MOISTURE
BARRIER

STANDARD METAL
CLADDING PER SPECS. AND

PER SHOP APPROVAL.

OSB SUBSTRATE
w/ VAPOR BARRIER PAPER

TUBE STEEL, REFER TO
STRUCTURAL DRAWINGS

1/2" SHIM

INTERIOR GYP. WB PAINTED

SUPERIOR FLEX
TRACK

STUD HEAD TRACK

SEALANT

CONT. FABRICATED STL
TUBE CURB SUPPORT FOR
KALWAL SYSTEM

48-AS7.3

8

1
' -

 2
 1

/4
"

PROVIDE PAINTED CAMBERED BEAM, REFER
TO STRUCTURAL DRAWINGS

TS 12 X 4, REFER TO STRUCTURAL
DRAWINGS

STEEL ROOF
DECK

R-38 RIGID INSULATION w/
LAMINATED NAILABLE

DECK

STANDING SEAM
ROOF PANELS

WELDED PER STRUCTURAL
DRAWING DETAILS
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ARCHITECTURAL DETAILS
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 1 1/2" = 1'-0"
6

EXTERIOR WALL DETAIL 6

 1 1/2" = 1'-0"
7

EXTERIOR WALL DETAIL 7
 1 1/2" = 1'-0"
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EXTERIOR WALL DETAIL 8

 1" = 1'-0"
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EXTERIOR WALL DETAIL 9

 3/4" = 1'-0"
10

EXTERIOR WALL DETAIL 10
 1 1/2" = 1'-0"
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EXTERIOR WALL DETAIL 11

 1 1/2" = 1'-0"
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EXTERIOR WALL DETAIL 12
 3" = 1'-0"
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EXTERIOR WALL DETAIL 13

 1 1/2" = 1'-0"
14

EXTERIOR WALL DETAIL 14
 1 1/2" = 1'-0"

15
EXTERIOR WALL DETAIL 15

 1 1/2" = 1'-0"
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EXTERIOR WALL DETAIL 16

 3/8" = 1'-0"
18

SKYLIGHT SECTION
 1" = 1'-0"

19
SKYLIGHT DETAIL

 1 1/2" = 1'-0"
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EXTERIOR WALL DETAIL 19

 1" = 1'-0"
1

EXTERIOR WALL DETAIL 1

 3" = 1'-0"
2

EXTERIOR WALL DETAIL 2

 3" = 1'-0"
4

EXTERIOR WALL DETAIL 4
 1 1/2" = 1'-0"

5
EXTERIOR WALL DETAIL 5

 3" = 1'-0"
3

EXTERIOR WALL DETAIL 3

 3" = 1'-0"
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EXTERIOR WALL DETAIL 17
 1 1/2" = 1'-0"

21
EXTERIOR WALL DETAIL 23


